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PARTITION NOTES:

A. PARTITIONS SHALL BE TYPE "A1" UNLESS 
OTHERWISE NOTED.

B. PENETRATIONS IN RATED PARTITIONS AND 
CONNECTIONS OF THE PARTITIONS TO 
OTHER PORTIONS OF THE WORK SHALL BE 
IN ACCORDANCE WITH MANUFACTURERS' 
RECOMMENDED DETAILS AND IN 
COMPLIANCE WITH APPLICABLE TESTING 
AGENCY REQUIREMENTS.

C. WHERE A CLEAR DIMENSION OR OPENING IS 
REQUIRED OR NOTED, MEASURE DIMENSION 
TO FACE OF PARTITION FINISH.

D. INSTALL BLOCKING OR BACKER MATERIAL 
FOR ATTACHMENT / MOUNTING OF WALL 
HUNG ITEMS OR EQUIPMENT DESCRIBED 
IN THE DOCUMENTS.

E. PROVIDE CEMENTITIOUS BACKER BOARD AT 
AREAS THAT ARE SCHEDULED TO RECEIVE 
CERAMIC TILE FINISH AND AT AREAS SO 
REQUIRED BY CODE.

F. PROVIDE MOISTURE RESISTANT GYPSUM 
BOARD AT WET LOCATIONS, INCLUDING 
ENTIRE ROOMS: MEN 109, WOMEN 110, 
JANITOR 112, RESTROOM 131, RESTROOM 
132, JANITOR 136, AND SPKLR. RISER 145. IN 
OTHER ROOMS, PROVIDE BEHIND AND 2' MIN. 
AROUND ALL PLUMBING FIXTURES.

G. INSTALLATION OF GYPSUM BOARD, BACKER 
BOARD AND BASE BOARD SHALL CONFORM 
TO REQUIREMENTS FOR FIRE RATINGS AND 
ACOUSTICAL RATINGS.

H. TYPICAL FLOOR PLAN DIMENSIONS OF 
PARTITIONS ARE TO THE NOMINAL FINISH 
FACE OF GYPSUM BOARD.

I. WHERE PARTITIONS AND/OR FURRING MEET, 
MAINTAIN A FLUSH SURFACE ON THE SIDE 
WHERE THE FINISH IS STRAIGHT OR 
CONTINUOUS UNLESS OTHERWISE NOTED.

J. PROVIDE STUD BRACING AT 4' - 0" O.C. 
STAGGERED IN ALTERNATING DIRECTIONS.  
BRACING SHALL ATTACH TO STUDS 1' - 0" 
MAX. ABOVE CEILING.
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DIAGONAL STUD BRACING AT 4' - 0" O.C.

YES DIAGONAL STUD BRACING AT 4' - 0" O.C.

A2 YES

TO B.O. OF TRUSS

TO 1/2" BELOW TRUSS2 X 4 AT 16" O.C.  (2 ROWS)

B3

C2

F2 E2 D2YES SLOTTED CLIP BRACING AT 2' - 0" O.C.

A3 NO

TO B.O. OF ROOF DECK

TO B.O. ROOF DECK

B4

C3

D3

SLOTTED CLIP BRACING AT 2' - 0" O.C.

1 HOUR FIRE-RATED UL No. U379

SHEAR WALL, RE: STRUCTURAL
1 HOUR FIRE-RATED UL No. U379

A4 NO

D4

A6 YES

TO B.O. ROOF DECK 1 HOUR FIRE-RATED UL No. U379
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SLOTTED CLIP BRACING AT 2' - 0" O.C.
5/8" FIRE-RETARDANT PLYWOOD UTILITY SIDE

TO 1/2" BELOW TRUSS

SLOTTED CLIP BRACING AT 2' - 0" O.C.TO 1/2" BELOW TRUSS
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2 X 6 AT 16" O.C.

2 X 6 AT 16" O.C.
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SHEAR WALL, RE: STRUCTURAL

2 X 8 AT 16" O.C.

2 X 8 AT 16" O.C.

2 X 8 AT 16" O.C.

TO B.O. TRUSS

2 X 8 AT 16" O.C.

TO B.O. TRUSS NO

YESTO B.O. TRUSS SHEAR WALL, RE: STRUCTURAL

SHEAR WALL, RE: STRUCTURALTO 3" ABOVE CEILING DIAGONAL STUD BRACING AT 4' - 0" O.C.

TO 1/2" BELOW TRUSS SLOTTED CLIP BRACING AT 2' - 0" O.C.
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SLOTTED CLIP BRACING AT 2' - 0" O.C.
5/8" FIRE-RETARDANT PLYWOOD BOTH SIDES

TO 1/2" BELOW TRUSS

2 X 6 AT 16" O.C. TO B.O. OF TRUSSB2 NO 5/8" FIRE-RETARDANT PLYWOOD UTILITY SIDE

2 X 4 AT 16" O.C.  (2 ROWS)F3

2 X 4 AT 16" O.C.  (2 ROWS)F4 YES

TO 1/2" BELOW TRUSS SLOTTED CLIP BRACING AT 2' - 0" O.C.

TO B.O. TRUSS

YES

0640.63
0610.11

0610.09
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0610.12

0610.09
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7 1/4"

RE: PLAN 9" 8 1/2"
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@ WET
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0640.63

E3
SHEAR WALL, RE: STRUCTURAL
1 HOUR FIRE-RATED UL No. U379

2 X 8 AT 16" O.C. YESTO B.O. TRUSS

SEE SPECIFICATION SECTION 01 23 00 ALTERNATES 
FOR ADDITIONAL INFORMATION

ALT. 1: DELETE LANDSCAPING & IRRIGATION

ALT. 2: DELETE OUTDOOR PLAZA

ALT. 3: DELETE ONE DRIVE THRU LANE

ALT. 4: CHANGE CONCRETE PAVING TO ASPHALT

ALT. 5: CHANGE FENCE FROM COMPOSITE TO CEDAR

ALT. 6: CHANGE MEDALLIONS TO A SINGLE DESIGN

ALT. 7: CHANGE MANUFACTURED STONE TO STUCCO

ALT. 8: CHANGE METAL ROOF TO ASPHALT SHINGLES

ALT. 9: DELETE COILING SECURITY GRILLES

ALT. 10: DELETE LIGHTNING PROTECTION SYSTEM

ALT. 11: CHANGE LED LIGHTING TO FLUORESCENT

ALT. 12: DELETE BACKUP GENERATOR & ATS

BID ALTERNATES

LEGEND
SHEAR WALL;

REFER TO STRUCTURAL DRAWINGS FOR 
DETAILED REQUIREMENTS

KEYNOTES
0550.19 6" PIPE BOLLARD WITH PRECAST CONCRETE

CAP; FILL WITH CONCRETE

0610.09 2 X 4 WOOD STUDS AT 16" O.C.

0610.11 2 X 6 WOOD FRAMING (RE:STRUCTURAL)

0610.12 2 X 8 WOOD FRAMING (RE:STRUCTURAL)

0610.28 PROVIDE BLOCKING IN WALL FOR TV; MIN. 32"
WIDE BY 12" TALL; CENTERED AT 60" A.F.F.;
TV AND MOUNTING BRACKET N.I.C.

0610.29 PROVIDE BLOCKING IN WALL FOR TV; MIN. 32"
WIDE BY 12" TALL; CENTERED AT 84" A.F.F.;
TV AND MOUNTING BRACKET N.I.C.

0640.63 5/8" FIRE-RETARDANT PLYWOOD

0640.64 1/2" PLYWOOD

0720.18 5 1/2" BATT INSULATION (R-21)

0920.28 5/8" GYPSUM BOARD (TYPE X)

0920.34 GYPSUM BOARD GUSSETS AT 16" O.C.

0920.42 5/8" GYPSUM BOARD MOISTURE RESISTANT
(TYPE X)

0980.03 3 1/2" FIBERGLASS SOUND ATTENUATION
INSULATION

1010.02 MARKERBOARD

1115.01 BILL PAY KIOSK (N.I.C.)

1115.02 AFTER-HOURS DEPOSIT BOX

1490.01 PNEUMATIC TUBE SYSTEM TELLER UNIT

1490.02 PNEUMATIC TUBE SYSTEM CUSTOMER UNIT

1490.03 4 1/2" PNEUMATIC TUBE
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SEE SPECIFICATION SECTION 01 23 00 ALTERNATES 
FOR ADDITIONAL INFORMATION

ALT. 1: DELETE LANDSCAPING & IRRIGATION

ALT. 2: DELETE OUTDOOR PLAZA

ALT. 3: DELETE ONE DRIVE THRU LANE

ALT. 4: CHANGE CONCRETE PAVING TO ASPHALT

ALT. 5: CHANGE FENCE FROM COMPOSITE TO CEDAR

ALT. 6: CHANGE MEDALLIONS TO A SINGLE DESIGN

ALT. 7: CHANGE MANUFACTURED STONE TO STUCCO

ALT. 8: CHANGE METAL ROOF TO ASPHALT SHINGLES

ALT. 9: DELETE COILING SECURITY GRILLES

ALT. 10: DELETE LIGHTNING PROTECTION SYSTEM

ALT. 11: CHANGE LED LIGHTING TO FLUORESCENT

ALT. 12: DELETE BACKUP GENERATOR & ATS
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TRUE
NORTH

 1/8" = 1'-0"1FIRST FLOOR DIMENSION PLAN

GENERAL NOTES
1. EXTERIOR DIMENSIONS ARE TO EDGE OF 

CONCRETE FOUNDATION UNLESS OTHERWISE 
NOTED.

2. INTERIOR DIMENSIONS ARE TO FINISHED FACE OF 
WALL, TYPICALLY THE NORTH OR EAST FACE. 
CHASES ARE DIMENSIONED OUTSIDE TO OUTSIDE. 
CORRIDORS AND OTHER CRITICAL SPACES ARE 
DIMENSIONED INSIDE TO INSIDE (CLR.)
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SEE SPECIFICATION SECTION 01 23 00 ALTERNATES 
FOR ADDITIONAL INFORMATION

ALT. 1: DELETE LANDSCAPING & IRRIGATION

ALT. 2: DELETE OUTDOOR PLAZA

ALT. 3: DELETE ONE DRIVE THRU LANE

ALT. 4: CHANGE CONCRETE PAVING TO ASPHALT

ALT. 5: CHANGE FENCE FROM COMPOSITE TO CEDAR

ALT. 6: CHANGE MEDALLIONS TO A SINGLE DESIGN

ALT. 7: CHANGE MANUFACTURED STONE TO STUCCO

ALT. 8: CHANGE METAL ROOF TO ASPHALT SHINGLES

ALT. 9: DELETE COILING SECURITY GRILLES

ALT. 10: DELETE LIGHTNING PROTECTION SYSTEM

ALT. 11: CHANGE LED LIGHTING TO FLUORESCENT

ALT. 12: DELETE BACKUP GENERATOR & ATS

BID ALTERNATES

LEGEND
SHEAR WALL;

REFER TO STRUCTURAL DRAWINGS FOR 
DETAILED REQUIREMENTS
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KEYNOTES
0550.02 3" X 3" X 1/4" STEEL ANGLE

0550.10 3" X 3" X 1/4" STEEL TUBE

0550.33 METAL LADDER

0550.39 1 1/2" OUTSIDE DIAMETER STEEL PIPE
HANDRAIL (3'-0" HIGH U.N.O.)

0610.28 PROVIDE BLOCKING IN WALL FOR TV; MIN. 32"
WIDE BY 12" TALL; CENTERED AT 60" A.F.F.;
TV AND MOUNTING BRACKET N.I.C.

0610.29 PROVIDE BLOCKING IN WALL FOR TV; MIN. 32"
WIDE BY 12" TALL; CENTERED AT 84" A.F.F.;
TV AND MOUNTING BRACKET N.I.C.

0610.39 2 X 4 WOOD GUARDRAIL (3'-6" HIGH)

0640.05 PLASTIC LAMINATE COUNTERTOP WITH 4"
SPLASH AS SHOWN

0640.38 PLASTIC LAMINATE SHELF

0640.40 PLASTIC LAMINATE DESK

0640.54 WOOD STAIR TREAD

0640.59 PLASTIC LAMINATE VENEER EMPLOYEE
MAILBOXES WITH ADJUSTABLE SHELVES

0640.61 PLASTIC LAMINATE COUNTERTOP

0680.02 FIBER-REINFORCED PLASTIC PANEL; 4' X 4'
EACH SIDE OF MOP SINK

0760.04 PREFINISHED METAL DOWNSPOUT

0770.06 PREFABRICATED PIPE PEDESTAL

0770.07 PREFABRICATED EQUIPMENT SUPPORT

1020.01 FLOOR MOUNTED, OVERHEAD BRACED,
SOLID PLASTIC TOILET PARTITION

1020.16 STAINLESS STEEL 1 1/2" DIAMETER GRAB
BAR (36" LONG)

1020.17 STAINLESS STEEL 1 1/2" DIAMETER GRAB
BAR (42" LONG)

1020.20 SOAP DISPENSER (SURFACE-MOUNTED)

1020.24 STAINLESS STEEL SURFACE MOUNTED
TOILET PAPER DISPENSER

1020.30 STAINLESS STEEL SEMI-RECESSED PAPER
TOWEL DISPENSER / TRASH RECEPTACLE

1020.32 STAINLESS STEEL FRAMED MIRROR

1040.03 FIRE EXTINGUISHER AND SEMI-RECESSED
CABINET

1120.09 COPIER (N.I.C.)

1130.01 MICROWAVE (O.F.C.I.)

1130.03 REFRIGERATOR WITH ICE MAKER (O.F.C.I.)

1130.13 COFFEE MAKER (N.I.C.)

1130.14 PULL DOWN STAIR

2110.04 FIRE SPRINKLER RISER

2210.06 FLOOR DRAIN

2210.07 FLOOR SINK

2230.02 ELECTRIC WATER HEATER

2240.01 WATER CLOSET. ORIENT FLUSH VALVE
TOWARDS ACCESSIBLE SPACE AT
ACCESSIBLE STALLS / RESTROOMS

2240.02 URINAL

2240.03 WALL-HUNG LAVATORY WITH CARRIER

2240.04 PORCELAIN LAVATORY

2240.06 STAINLESS STEEL SINK

2240.11 MOP SINK

2240.18 ELECTRIC WATER COOLER

2240.20 COUNTERTOP WATER VALVE FOR COFFEE
MAKER CONNECTION

2320.03 REFRIGERANT PIPING

2320.05 PREFABRICATED WALL BOOT FOR
REFRIGERANT, POWER & CONTROL LINES

2360.02 HVAC CONDENSING UNIT

2370.01 AIR HANDLING UNIT (RE: MECHANICAL)

2380.05 HEAT PUMP HVAC UNIT

TRUE
NORTH

 1/8" = 1'-0"1SECOND FLOOR PLAN

TRUE
NORTH

 1/4" = 1'-0"2ENLARGED PLAN (MAIL)

TRUE
NORTH

 1/4" = 1'-0"7ENL. PLAN (COUNCIL)

TRUE
NORTH

 1/4" = 1'-0"3ENLARGED PLAN (BREAK ROOM)

 1/4" = 1'-0"6ENL. PLAN (COURT)

TRUE
NORTH

 1/4" = 1'-0"5ENLARGED PLAN (RESTROOMS)
TRUE

NORTH

 1/4" = 1'-0"4STAIR PLAN
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0
"

1
' 
- 

0
"

0980.03

0610.12

0610.09

0790.01

0640.60

0510.03

0470.13

0470.14

0920.26

0840.01

0790.01

0920.28

0920.28

8
"

8"

0340.06

0470.13

0470.14

0725.06

0610.05

0610.12

0920.35

0760.04

0770.18

0720.18

0920.28

3

F

1 1/2" 1 1/2"

1020.10

0610.10

0920.280920.28

0510.03

0980.03

ABOVE

3

H

1020.11

0610.12

0920.28

0720.18

0610.05

0725.06

0470.14

0470.13

1020.10

0510.03

ABOVE

G

0610.05

0470.14

0470.13

7
"

0610.12

0920.280920.28

0720.18

0980.03

0610.09

0725.06

0610.05

0470.14

0470.13

0760.04

0770.180770.18

0610.12

0920.28

0720.18

0610.05

0980.03

0725.06

12

G

8" 1' - 3" 1' - 3" 8"

0760.04

0770.18

0340.06

0470.13

0470.14

0610.05

0510.03

0610.09

0725.06

8
"

1
' 
- 

3
"

1
' 
- 

3
"

8
"

10

B

8" 1' - 3" 1' - 3" 8"

0920.28

0610.09

0610.12

0340.06

0470.13

0470.14

0725.06

0610.05

0980.03

2
"

1
' 
- 

2
"

8
"

11

B

0510.03

0720.18

0920.28

0610.12

0340.06

0470.13

0470.14

0725.02

0610.05

0610.09

6
"

1
' 
- 

1
0
"

2
"

2
' 
- 

4
"

2
' 
- 

0
"

8" 1' - 0" 8" 1' - 2" 3' - 10" 8"

0725.06

SEE SPECIFICATION SECTION 01 23 00 ALTERNATES 
FOR ADDITIONAL INFORMATION

ALT. 1: DELETE LANDSCAPING & IRRIGATION

ALT. 2: DELETE OUTDOOR PLAZA

ALT. 3: DELETE ONE DRIVE THRU LANE

ALT. 4: CHANGE CONCRETE PAVING TO ASPHALT

ALT. 5: CHANGE FENCE FROM COMPOSITE TO CEDAR

ALT. 6: CHANGE MEDALLIONS TO A SINGLE DESIGN

ALT. 7: CHANGE MANUFACTURED STONE TO STUCCO

ALT. 8: CHANGE METAL ROOF TO ASPHALT SHINGLES

ALT. 9: DELETE COILING SECURITY GRILLES

ALT. 10: DELETE LIGHTNING PROTECTION SYSTEM

ALT. 11: CHANGE LED LIGHTING TO FLUORESCENT

ALT. 12: DELETE BACKUP GENERATOR & ATS

BID ALTERNATES
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PLAN DETAILS
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 1" = 1'-0"5PLAN DETAIL
 1" = 1'-0"6PLAN DETAIL

 1" = 1'-0"10PLAN DETAIL

 1" = 1'-0"14PLAN DETAIL

 1" = 1'-0"9PLAN DETAIL

 1" = 1'-0"13PLAN DETAIL

 1" = 1'-0"3PLAN DETAIL

 1" = 1'-0"12PLAN DETAIL

 1" = 1'-0"11PLAN DETAIL

 1" = 1'-0"8PLAN DETAIL

 1" = 1'-0"4PLAN DETAIL

KEYNOTES
0340.06 ARCHITECTURAL PRECAST CONCRETE SILL

0470.13 MANUFACTURED STONE VENEER

0470.14 MORTAR BED ON METAL LATH

0510.03 STEEL TUBE COLUMN (RE: STRUCTURAL)

0550.64 METAL DOWNSPOUT ADAPTER

0610.05 1/2" EXTERIOR GRADE PLYWOOD

0610.09 2 X 4 WOOD STUDS AT 16" O.C.

0610.10 2 X 6 WOOD STUDS AT 16" O.C.

0610.12 2 X 8 WOOD FRAMING (RE:STRUCTURAL)

0610.36 1/2" PLYWOOD

0640.60 PLASTIC LAMINATE VENEER DISPLAY CASE
WITH ADJUSTABLE GLASS SHELVES

0720.18 5 1/2" BATT INSULATION (R-21)

0725.02 SELF ADHERING MODIFIED BITUMINOUS
SHEET AIR BARRIER

0725.06 TWO-LAYER PLASTIC FILM AIR BARRIER
SYSTEM

0760.04 PREFINISHED METAL DOWNSPOUT

0770.18 CONCRETE SPLASH BLOCK

0790.01 SEALANT WITH BACKER ROD AS REQUIRED

0840.01 ALUMINUM STOREFRONT

0920.26 5/8" CEMENTITIOUS BACKER BOARD

0920.28 5/8" GYPSUM BOARD (TYPE X)

0920.35 CORNER BEAD, TYPICAL

0980.03 3 1/2" FIBERGLASS SOUND ATTENUATION
INSULATION

1020.10 OPERABLE PARTITION TRACK

1020.11 MANUALLY OPERATED PAIRED PANEL
OPERABLE PARTITION

 1" = 1'-0"7PLAN DETAIL

 1" = 1'-0"2PLAN DETAIL
 1" = 1'-0"1PLAN DETAIL
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A2.1 3

A2.1

A2.1

A2.1

2

4

1

3
/8

" 
/ 

1
2

"

3
/8

" 
/ 

1
2

"

4
" 

/ 
1
2

"

4" / 12"4" / 12"

3
/8

" 
/ 

1
2

"
3

/8
" 

/ 
1
2

"

4" / 12"

4
" 

/ 
1
2

"

4" / 12"

4
" 

/ 
1
2

"

0770.01

0750.09

0750.09

0740.12

0770.01

0750.09

0770.01

0770.01

0750.09

0750.09

1
" 

/ 
1
2
"

1
" / 1

2
"

1
" / 1

2
"

1
" / 1

2
" 1

" 
/ 
1
2
"

0770.01

2

2

1

1

AA

4

4

6

6

3

3

5

5

7

7

9

9

8

8

10

10

11

11

12

12

13

13

CC

DD

EE

GG

FF

HH

BB

1
" 

/ 
1
2
" 1

" / 1
2
"

1
" / 1

2
"

0760.11

0760.12

1
" / 1

2
" 1

" 
/ 
1
2
"

1
" 

/ 
1
2
"

2" / 12"

3
/8

" 
/ 

1
2

"

1
" 

/ 
1
2
"

1 1/4" / 1
2"

1 7
/8

" /
 1

2"

4" / 12" 4" / 12"

4
" 

/ 
1
2

"
4

" 
/ 

1
2

"

0740.12

4" / 12"4" / 12"

4
" 

/ 
1
2

"

4
" 

/ 
1
2

"

4" / 12" 4" / 12"I

9' - 2"

9
' 
- 

2
"

0760.11

0760.12

0760.04

0760.04

0740.28

0740.08

0740.06

0740.06

0740.28

0760.04

0760.03

0760.11

0760.12

0760.04

0720.21

0760.04

0760.03

0740.28

0760.11

0760.12

0760.04

BELOW

BELOW

0760.11

0760.12

0720.21

0720.21

0740.06

0740.08

0740.06

0760.04

0760.04

0760.04

0740.12

0760.04

0760.03

2380.05

2360.02

1

A1.6

8

A1.6

9

A1.6

6

A1.5

9

A1.6

8

A1.6

4

A1.5

3

A1.5

6

A1.5

7

A1.6

6

A1.6

6

A1.5

6

A1.6

7

A1.6

1

A1.6

1

A1.6

4

A1.6

9

A1.6

6

A1.5

BELOW

8

A1.5

5

A1.5

4

A1.5

3

A1.5

9

A1.5

11

A1.5

7

A1.5

3

A1.5

BELOW

5

A1.5

1

A1.6

5

A1.5

8

A1.5

4

A1.5

TYP.

0770.29

8" DIA.

2210.01

RE: /10 A1.5

2210.01

RE: /10 A1.5

4" VTR     

4" VTR     0770.29

8" DIA.

0750.12

RE: /5 A1.6

0770.01

ALT. 3

5" X 5"

5" X 5"

0760.040760.04

0760.04

5" X 5" 
BELOW

5" X 5"

5" X 5"

5" X 5"

0740.28
5" X 5"

0760.04

5" X 5"

5" X 5"

0760.04

5" X 5"

5" X 5"

5" X 5"

0760.04

5" X 5"

0760.04

BELOW

6

A1.5

9

A1.6

BELOW

0750.12

0770.07

RE: /2 A1.6

0770.07

11

A1.6

11

A1.6

0770.06

RE: /3 A1.6

0770.06

4
" 

/ 
1
2

"

4" / 12"

4
" 

/ 
1
2

"

4" / 12"

0740.12

5

5

7

7

CC

DD

0740.28

3

A1.5

6

A1.5

0740.06

SIM.

0920.18

0920.28

0720.18

0760.35

0740.05

0610.07

0740.12

0610.31

0740.07

0610.12

8
" 

M
IN

.

0610.37

0610.05

0730.04

0740.09

0920.46

0725.06

0725.02

0740.12

0740.05

0730.04

0610.07

0610.31

0770.26

5
/8

"

5 1/2"

0740.07

0770.02

0740.06

0740.12

0730.04

0610.07

0760.28

0770.02

9" MIN.

0610.31

0740.07

0730.04

0610.07

0760.03

0760.30

0730.04

0740.12

0610.31

0610.20

0740.29

0770.28

0740.21

OMIT @ SIM.

1" 6"

5
"

2
"

0740.20

0610.12

0730.04

0740.07

0740.12

0740.05

0730.04

0610.07

0610.31

0740.06

5 1/2"

0740.07

0610.05

0740.07

0730.04

0740.09

0610.37

0610.07

0610.31

0740.12

0740.13

0610.09

8
" 

M
IN

.

0725.02

0610.05

0740.07

0730.04

0740.09

0610.37

0920.18

0720.18

0610.07

0610.31

0740.12

0920.46

0610.12

0610.30

8
" 

M
IN

.

0725.03

0725.02

2210.01

0770.17

0740.12

0730.04

0740.07

0610.04

0610.31

M
IN

.
1
' 
- 

0
"

EQ.
PLAN

RE:
ROOF EQ.

SEE SPECIFICATION SECTION 01 23 00 ALTERNATES 
FOR ADDITIONAL INFORMATION

ALT. 1: DELETE LANDSCAPING & IRRIGATION

ALT. 2: DELETE OUTDOOR PLAZA

ALT. 3: DELETE ONE DRIVE THRU LANE

ALT. 4: CHANGE CONCRETE PAVING TO ASPHALT

ALT. 5: CHANGE FENCE FROM COMPOSITE TO CEDAR

ALT. 6: CHANGE MEDALLIONS TO A SINGLE DESIGN

ALT. 7: CHANGE MANUFACTURED STONE TO STUCCO

ALT. 8: CHANGE METAL ROOF TO ASPHALT SHINGLES

ALT. 9: DELETE COILING SECURITY GRILLES

ALT. 10: DELETE LIGHTNING PROTECTION SYSTEM

ALT. 11: CHANGE LED LIGHTING TO FLUORESCENT

ALT. 12: DELETE BACKUP GENERATOR & ATS

BID ALTERNATES
1" 6"

5
"

2
"

0610.12

0730.04

0760.30

0610.31

0610.07

0730.04

0740.07

0740.12

0760.03

0740.21

0610.07

0740.29

0920.18

0610.03

0790.01

0920.47

0725.06
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ROOF PLAN & DETAILS
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KEYNOTES
0610.03 2X WOOD BLOCKING

0610.04 2X PRESSURE TREATED WOOD BLOCKING

0610.05 1/2" EXTERIOR GRADE PLYWOOD

0610.07 3/4" EXTERIOR GRADE PLYWOOD

0610.09 2 X 4 WOOD STUDS AT 16" O.C.

0610.12 2 X 8 WOOD FRAMING (RE:STRUCTURAL)

0610.20 1X WOOD FURRING STRIP

0610.30 2X WOOD FRAMING (RE:STRUCTURAL)

0610.31 PRE-FABRICATED WOOD TRUSS
(RE:STRUCTURAL)

0610.37 1" EXTERIOR GRADE PLYWOOD

0720.18 5 1/2" BATT INSULATION (R-21)

0720.21 TAPERED RIGID INSULATION

0725.02 SELF ADHERING MODIFIED BITUMINOUS
SHEET AIR BARRIER

0725.03 PLASTIC FILM AIR BARRIER

0725.06 TWO-LAYER PLASTIC FILM AIR BARRIER
SYSTEM

0730.04 ROOF UNDERLAYMENT

0740.05 Z-CLOSURE BY STANDING SEAM METAL
ROOF MANUFACTURER

0740.06 RIDGE COVER BY STANDING SEAM METAL
ROOF MANUFACTURER

0740.07 CONCEALED STEEL CLIP BY STANDING SEAM
METAL ROOF MANUFACTURER

0740.08 VALLEY FLASHING BY STANDING SEAM
METAL ROOF MAUNFACTURER

0740.09 METAL REGLET WITH SEALANT &
COUNTERFLASHING BY STANDING SEAM
METAL ROOF MANUFACTURER

0740.12 PREFINISHED METAL STANDING SEAM ROOF
PANELS

0740.13 PREFINISHED CONCEALED FASTENER METAL
WALL PANELS

0740.20 FIBER REINFORCED CEMENTITIOUS TRIM

0740.21 FIBER REINFORCED CEMENTITIOUS FASCIA

0740.28 HIP COVER BY STANDING SEAM METAL ROOF
MANUFACTURER

0740.29 FIBER REINFORCED CEMENTITIOUS SOFFIT
PANEL

0750.09 PVC MEMBRANE ROOFING SYSTEM

0750.12 HEAT-WELDED WALK PAD

0760.03 PREFINISHED METAL GUTTER

0760.04 PREFINISHED METAL DOWNSPOUT

0760.11 PREFINISHED METAL SCUPPER (12"W X 8"H)
AND LEADER BOX (16"W X 12"H X 8"D)

0760.12 PREFINISHED METAL OVERFLOW SCUPPER
(12"W X 8"H)

0760.28 VALLEY FLASHING

0760.30 PREFINISHED EAVE TRIM

0760.35 PREFINISHED HIGH EAVE TRIM

0770.01 PREFINISHED METAL COPING SYSTEM

0770.02 CONTINUOUS CLEAT

0770.06 PREFABRICATED PIPE PEDESTAL

0770.07 PREFABRICATED EQUIPMENT SUPPORT

0770.17 PREFABRICATED PIPE PORTAL SYSTEM WITH
METAL COLLAR

0770.26 RIDGE VENT

0770.28 2" CONTINUOUS SOFFIT VENT

0770.29 PASSIVE EXHAUST VENTILATOR

0790.01 SEALANT WITH BACKER ROD AS REQUIRED

0920.18 1" PORTLAND CEMENT STUCCO ON METAL
LATH

0920.28 5/8" GYPSUM BOARD (TYPE X)

0920.46 STUCCO CASING BEAD WITH WEEP HOLES

0920.47 STUCCO CASING BEAD

2210.01 PLUMBING VENT

2360.02 HVAC CONDENSING UNIT

2380.05 HEAT PUMP HVAC UNIT

TRUE
NORTH

 1/8" = 1'-0"1ROOF PLAN

 1/8" = 1'-0"2TOWER ROOF PLAN

 1 1/2" = 1'-0"7HIGH EAVE DETAIL

 1 1/2" = 1'-0"4VENTED RIDGE DETAIL
 1 1/2" = 1'-0"5VALLEY DETAIL

 1 1/2" = 1'-0"6EAVE DETAIL (TYP.)
 1 1/2" = 1'-0"3RIDGE/HIP DETAIL

 1 1/2" = 1'-0"8RAKE WALL DETAIL
 1 1/2" = 1'-0"9RAKE WALL DETAIL

 1 1/2" = 1'-0"10ROOF PENETRATION
 1 1/2" = 1'-0"11TOWER EAVE DETAIL
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0750.09

WRAP OVER 
PARAPET

0610.07

2 LAYERS

0610.15

0610.05

0750.09

0920.18

0725.06

0610.05

0790.01

0770.01

0610.31
BOTH SIDES

T.O. PARAPET
REF: ELEVATION

0610.04

2"

8
"

4
"

0720.18

0770.02

1" SLOPE

(1
2

" 
W

ID
E

 C
L

R
)

8
" 

C
L
E

A
R

0760.04

0610.05

0610.04

0720.18

0610.07

0725.06

0790.01

0790.01

0610.05

0760.11

0750.09

0610.04

0610.31

0610.040920.18

0920.18

0610.31

0750.09

0720.08

0610.31

(1
2

" 
W

ID
E

 C
L

R
)

8
" 

C
L
E

A
R

0610.05

0760.12

0610.07

0610.31

0725.06

0790.01

0790.01

0610.04

0750.09

0610.05

0920.18

0725.06

0610.05
0610.31

0610.04

0920.18

0720.18

0750.09

0720.090720.09

0720.21

0720.08

0610.04

0610.31

1'- 0"

2' - 6"

5' - 0"

0720.09

0720.08

0610.31

0750.120750.120750.12

0750.09

0610.07

24 GA. PREFINISHED 
SHEET METAL SET IN BED 
OF SEALANT/MASTIC, 
TYP. @ END WALL

POP RIVET & 
SOLDER ALL JOINTS 
WATERTIGHT

VARIES

2"

2"

4"

V.I.F.

6"

GENERAL NOTES:
1. METAL COPING NOT SHOWN FOR
CLARITY
2. TURN COPING UP 4" MIN. AT WALL
3. INSTALL PREFINISHED COPING CAP
FLASHING.  POP RIVET AND SEAL.

COUNTERFLASHING

0610.05

0610.07

0720.18

0725.06

0610.05

0750.09

0610.31

0610.04

0720.08

0750.090920.18

0750.09

WRAP OVER
PARAPET

0610.15

0610.31

0920.18

0790.01

BOTH SIDES

0770.01

0610.07

2 LAYERS

T.O. PARAPET
REF: ELEVATION

0610.04

0725.06

2"

8
"

4
"

3
' 
- 

6
" 

M
A

X
.

0770.02

0610.31

0720.09

1" SLOPE

T.O. PARAPET (LO)
116' - 0"

0770.01

BEYOND

0750.09

0920.20

0610.05

0610.12

0720.18

0750.09

0720.09

0720.08

0610.07

0610.31

0725.06

0770.04

0750.09

0610.04

0920.46

0725.02

0920.18

0610.12

0610.07

0720.09

0750.09

0720.08

2' - 0"

0720.21

SEE SPECIFICATION SECTION 01 23 00 ALTERNATES 
FOR ADDITIONAL INFORMATION

ALT. 1: DELETE LANDSCAPING & IRRIGATION

ALT. 2: DELETE OUTDOOR PLAZA

ALT. 3: DELETE ONE DRIVE THRU LANE

ALT. 4: CHANGE CONCRETE PAVING TO ASPHALT

ALT. 5: CHANGE FENCE FROM COMPOSITE TO CEDAR

ALT. 6: CHANGE MEDALLIONS TO A SINGLE DESIGN

ALT. 7: CHANGE MANUFACTURED STONE TO STUCCO

ALT. 8: CHANGE METAL ROOF TO ASPHALT SHINGLES

ALT. 9: DELETE COILING SECURITY GRILLES

ALT. 10: DELETE LIGHTNING PROTECTION SYSTEM

ALT. 11: CHANGE LED LIGHTING TO FLUORESCENT

ALT. 12: DELETE BACKUP GENERATOR & ATS

BID ALTERNATES

0610.05

0725.06

0610.04

0610.12

0920.18

0740.13

0610.09

0610.05

0610.15

T.O. PARAPET
RE: ELEVATION

0725.02

0790.01

0610.15

0770.02

0770.01

4
"

8
"

2"

0725.02

0790.01

0610.07

2 LAYERS

0920.18

1" SLOPE 1" SLOPE

3" 1' - 8" 1"
0510.03

0770.01

0610.07

2 LAYERS

0610.15

0610.040610.04

0610.09

0610.05

0725.06

0920.18

0470.13

0790.01

0790.01

0725.02

0770.02

0790.01

1" SLOPE

8
"

4
"

2"

1' - 1"

0725.06

0920.46

0920.18

0770.02

0610.07

2 LAYERS

0610.040610.04

0610.15

0610.09

0725.02

0920.18

0470.13

0470.14

0725.06

0610.05

0770.04

T.O. PILASTER
RE:ELEVATION

8
"

4
"

2"

1" SLOPE

0725.02

0770.01

0790.01

0510.03

0610.12

0790.01

1' - 4"

0720.08

0770.07

0610.07

0750.03

1
2
" 

M
IN

.

0770.01

NOTE: PROVIDE STRAPS AS REQUIRED AND 
FASTEN AT VERTICAL SURFACE.  NO 
PENETRATIONS ALLOWED THROUGH TOP  
SIDE OF FLASHING CAP WILL BE ALLOWED. 

0750.09

0610.31

0720.09
0770.06

2620.01

0770.11

0770.06

2320.03
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ROOF DETAILS
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KEYNOTES
0470.13 MANUFACTURED STONE VENEER

0470.14 MORTAR BED ON METAL LATH

0510.03 STEEL TUBE COLUMN (RE: STRUCTURAL)

0610.04 2X PRESSURE TREATED WOOD BLOCKING

0610.05 1/2" EXTERIOR GRADE PLYWOOD

0610.07 3/4" EXTERIOR GRADE PLYWOOD

0610.09 2 X 4 WOOD STUDS AT 16" O.C.

0610.12 2 X 8 WOOD FRAMING (RE:STRUCTURAL)

0610.15 WOOD TOP PLATE

0610.31 PRE-FABRICATED WOOD TRUSS
(RE:STRUCTURAL)

0720.08 4" RIGID INSULATION (R-22 MIN.)

0720.09 1/2" RIGID INSULATION COVERBOARD

0720.18 5 1/2" BATT INSULATION (R-21)

0720.21 TAPERED RIGID INSULATION

0725.02 SELF ADHERING MODIFIED BITUMINOUS
SHEET AIR BARRIER

0725.06 TWO-LAYER PLASTIC FILM AIR BARRIER
SYSTEM

0740.13 PREFINISHED CONCEALED FASTENER METAL
WALL PANELS

0750.03 4" CANT

0750.09 PVC MEMBRANE ROOFING SYSTEM

0750.12 HEAT-WELDED WALK PAD

0760.04 PREFINISHED METAL DOWNSPOUT

0760.11 PREFINISHED METAL SCUPPER (12"W X 8"H)
AND LEADER BOX (16"W X 12"H X 8"D)

0760.12 PREFINISHED METAL OVERFLOW SCUPPER
(12"W X 8"H)

0770.01 PREFINISHED METAL COPING SYSTEM

0770.02 CONTINUOUS CLEAT

0770.04 PREFINISHED METAL REGLET WITH SEALANT
AND COUNTERFLASHING

0770.06 PREFABRICATED PIPE PEDESTAL

0770.07 PREFABRICATED EQUIPMENT SUPPORT

0770.11 ROOFING PAD

0790.01 SEALANT WITH BACKER ROD AS REQUIRED

0920.18 1" PORTLAND CEMENT STUCCO ON METAL
LATH

0920.20 METAL LATH

0920.46 STUCCO CASING BEAD WITH WEEP HOLES

2320.03 REFRIGERANT PIPING

2620.01 CONDUIT

 1 1/2" = 1'-0"1PARAPET DETAIL

 1 1/2" = 1'-0"6 LEADER BOX DETAIL
 1 1/2" = 1'-0"7OVERFLOW SCUPPER

 1 1/2" = 1'-0"5WALK PAD (TYP.)

 1 1/2" = 1'-0"10COPING DETAILS
 1 1/2" = 1'-0"8PARAPET DETAIL

 1 1/2" = 1'-0"9ROOF/WALL DETAIL

 1 1/2" = 1'-0"4ROOF TRANSITION DETAIL

 1 1/2" = 1'-0"11COPING DETAIL
 1 1/2" = 1'-0"12COPING DETAIL

 1 1/2" = 1'-0"13COPING DETAIL

 1 1/2" = 1'-0"2EQUIPMENT SUPPORT
 1 1/2" = 1'-0"3PIPE SUPPORT
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FIRST F.F.
100' - 0"

FIRST F.F.
100' - 0"

T.O. PLATE (OFFICE HI)
119' - 4"

T.O. PARAPET (LO)
116' - 0"

3

A2.2

2

A2.2

T.O. PLATE (COURT HI)
123' - 0"

T.O. PLATE (TOWER LO)
131' - 0"

T.O. PLATE (TOWER HI)
142' - 0"

4

A2.2

T.O. PLATE (OFFICE LO)
110' - 4"

T.O. PLATE (OFFICE LO)
110' - 4"

T.O. PARAPET (HI)
119' - 0"

4" / 1
2"

4" / 12"4" / 1
2"

0740.12

0470.13

0770.01

0920.18

0340.06

0470.13

0470.15

0920.18

0770.01

0740.12

0770.01

0340.06

0770.01

0920.18

0770.01

2 146 3579 810111213

1

A3.1

7

A3.3

2

A3.2

1

A3.2

9

A3.3

4

A3.2

3

A3.2

A8.1

5

A2.2

7

A2.2

5
0760.04

0660.03

0760.03

2650.18

0840.01

0840.02

0660.03

0740.21

0470.08

0550.19

1490.03

1490.02

0760.04

0660.03

0760.03

0840.01

RE: /11 A6.2

RE: /11 A6.2

RE: /11 A6.2

A2.2

6

A8.1

6

0740.06

0740.06

A8.1

3

A8.1

5

A8.1

2

ALT. 3

TYPE A

TYPE A

TYPE B

A8.1

9

0510.03

0510.07

0920.21

TYP.

0770.01

2650.18

0740.09

0340.060340.06

0405.03

TYP. 0770.18

0740.090740.09

0920.21

TYP.

0740.09

0840.010840.01

0920.21

0770.01

C J C J

C J C J

C J

C J C J C J C J C J

C J C J C J C J C J C J

C J

C J C J

C
 J

C J

C J C J C J C J C J C J C J C J

C J

C
 J

C J
C J

C J

C J

C J

C J C J

C J C J

C J C J

C J C J

C J C J

C J

C
 J

C J

C J

C J

E J E JE J E JE J E JE JE J

C J C J

4" / 1
2"

0660.03

0660.03
4" / 1

2"

5
' 
- 

0
"

1
' 
- 

4
"

3
' 
- 

3
"

4' - 3"3' - 5"24' - 4"3' - 5"4' - 3"

6' - 5" 4' - 1" 32' - 8" 4' - 1" 6' - 5"

5
' 
- 

8
"

1
' 
- 

8
"

4
' 
- 

6
"

R: 31' - 11"

R: 24' - 0 1/2"

R
 1

2
' 
- 

8
"

R
 9

' 
- 

9
"

0870.15

2810.05

0870.15

2810.05

LINE OF ROOF 
BEYOND

LINE OF ROOF 
BEYOND

LINE OF ROOF 
BEYOND

LINE OF ROOF 
BEYOND

LINE OF ROOF 
BEYOND

FIRST F.F.
100' - 0"

FIRST F.F.
100' - 0"

T.O. PLATE (OFFICE HI)
119' - 4"

T.O. PARAPET (LO)
116' - 0"

T.O. PARAPET (LO)
116' - 0"

3

A2.2

2

A2.2

T.O. PLATE (COURT HI)
123' - 0"

T.O. PLATE (TOWER LO)
131' - 0"

T.O. PLATE (TOWER HI)
142' - 0"

4

A2.2

T.O. PLATE (OFFICE LO)
110' - 4"

T.O. PLATE (OFFICE LO)
110' - 4"

T.O. PARAPET (HI)
119' - 0"

4" / 1
2"

4" / 1
2"

0740.12

0470.13

0770.01

0920.18

0340.06

0470.13

0470.15

0920.18

0770.01

0740.12

0340.06

0770.01

0920.18

0660.03

0470.15

0770.01

0920.18

21 4 63 5 7 98 10 11 12 13

1

A3.1

1

A3.2

11

A3.3

8

A3.3

1

A3.3

4

A3.3

0830.24

0760.04

0760.03

0660.03

0740.21

0760.04

0760.03

0760.12

2650.18

0760.12

0760.11

1490.03

1490.02
0550.19

0830.24

0760.11

0760.04

0760.03

RE: /11 A6.2

RE:      /11 A6.2

A2.2

6

0760.11

0840.01

0920.18

0760.04

0510.03

BEYOND

ALT. 3
TYPE A

TYPE A

0660.03

0920.21

TYP.

0770.180770.18

0770.01

0740.13

0405.03 0740.15 0840.01

2370.022370.02

0740.13

0770.01

0920.21

TYP.

2650.182650.18

C J

C J C J

C J C J C J C J C J C J C J C J

C J

C J C J

C J C J C J C J C J C J C J C J C J C J C J C J C J C J C J C J C J C J

C J C J

E J E JE JE JE JE JE JE JE JE JE JE JE JE JE JE J

4" / 1
2"

4" / 1
2"

0740.12

2650.18

LINE OF ROOF 
BEYOND

2620.04

LINE OF ROOF 
BEYOND

LINE OF ROOF 
BEYOND

LINE OF ROOF 
BEYOND

0760.12

FIRST F.F.
100' - 0"

FIRST F.F.
100' - 0"

STORAGE F.F.
113' - 9 1/8"

T.O. PARAPET (LO)
116' - 0"

T.O. PLATE (COURT HI)
123' - 0"

T.O. PLATE (COURT HI)
123' - 0"

T.O. PLATE (TOWER HI)
142' - 0"

T.O. PLATE (OFFICE LO)
110' - 4"

T.O. PARAPET (HI)
119' - 0"

1

A2.2

4" / 1
2"

0740.12

0740.12

0340.06

0470.13

0470.15

0920.18

0770.01

0470.13

0470.15

0920.18

0770.010770.01

A C D E GF HB

4" / 12"

2

A3.1

3

A3.3

2

A3.3

0740.21

0660.03

0760.03

0660.03

0760.04

0760.11

0760.04

RE: /11 A6.2

RE: /11 A6.2

0740.06

A2.2

6

0660.03

0840.01

TYPE A

TYPE A

0770.18

0920.21

TYP.

0890.01

0405.03

TYP.0470.08

0740.09

0740.09

0920.21

TYP.

2650.18

C J C J C J C J

C J C J

C J C J

C J C J C J C J C J C J

C J C J

E J E J E J E J E J E J

0760.34

RE: /10 A4.2

LINE OF ROOF BEYOND

LINE OF ROOF BEYOND

LINE OF ROOF 
BEYOND

FIRST F.F.
100' - 0"

FIRST F.F.
100' - 0"

T.O. PLATE (OFFICE HI)
119' - 4"

T.O. PLATE (OFFICE HI)
119' - 4"

T.O. PARAPET (LO)
116' - 0"

T.O. PARAPET (LO)
116' - 0"

T.O. PLATE (COURT HI)
123' - 0"

T.O. PLATE (COURT HI)
123' - 0"

T.O. PLATE (TOWER LO)
131' - 0"

T.O. PLATE (TOWER HI)
142' - 0"

T.O. PLATE (OFFICE LO)
110' - 4"

T.O. PLATE (OFFICE LO)
110' - 4"

1

A2.2

4" / 1
2"

4" / 1
2"

4" / 1
2"

0740.12

0740.12

0340.06

0470.13

0470.15

0920.180920.18

0770.01

0470.13

0470.15

0920.18

0770.01

ACDEG FH B

6

A3.3

5

A3.3

10

A3.3

0760.04

0760.03

0660.03

0740.21

RE: /11 A6.2

0740.06

RE:      /11 A6.2

0660.030660.03

0840.01

TYPE A

TYPE A

RE:      /11 A6.2
TYPE B

0660.03

0770.18

0760.11

0890.01

1115.02

RE:      /23 A5.2

0340.06

0510.03

0510.07

0740.09

1490.03

1490.02

0550.190550.19

0920.21

TYP.

2650.18

0770.010770.01

0740.09

C J C J

C J

C J C J C J C J

C J

C JC J

C J

C JC J

E J E J

C J

0660.03

4" / 1
2"

0760.04

0760.34

0760.04

RE: /10 A4.2

2620.04

2620.04

LEGEND
SYMBOL DESCRIPTION

MANUFACTURED STONE VENEER: 
BY: CORONADO STONE 
STYLE : COUNTRY CASTLE 
COLOR: MADISON COUNTY

1" PORTLAND CEMENT STUCCO:
PAINTED SHERWIN WILLIAMS
SW 7052 GRAY AREA 

1" PORTLAND CEMENT STUCCO:
PAINTED SHERWIN WILLIAMS
SW 6034 ARRESTING AUBURN

1" PORTLAND CEMENT 
STUCCO (TRIM):
PAINTED SHERWIN WILLIAMS
SW 7055 ENDURING BRONZE 

SELF-ADHERING MODIFIED 
BITUMINOUS SHEET AIR BARRIER 
WHERE INDICATED BY HATCH AND AT 
ALL WALL-ABOVE-ROOF CONDITIONS

BASE BID: MANUFACTURED STONE

ALTERNATE 6: 1" PORTLAND 
CEMENT STUCCO, PAINT COLOR 
T.B.D. 

SEE SPECIFICATION SECTION 01 23 00 ALTERNATES 
FOR ADDITIONAL INFORMATION

ALT. 1: DELETE LANDSCAPING & IRRIGATION

ALT. 2: DELETE OUTDOOR PLAZA

ALT. 3: DELETE ONE DRIVE THRU LANE

ALT. 4: CHANGE CONCRETE PAVING TO ASPHALT

ALT. 5: CHANGE FENCE FROM COMPOSITE TO CEDAR

ALT. 6: CHANGE MEDALLIONS TO A SINGLE DESIGN

ALT. 7: CHANGE MANUFACTURED STONE TO STUCCO

ALT. 8: CHANGE METAL ROOF TO ASPHALT SHINGLES

ALT. 9: DELETE COILING SECURITY GRILLES

ALT. 10: DELETE LIGHTNING PROTECTION SYSTEM

ALT. 11: CHANGE LED LIGHTING TO FLUORESCENT

ALT. 12: DELETE BACKUP GENERATOR & ATS

BID ALTERNATES
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EXTERIOR ELEVATIONS
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KEYNOTES
0340.06 ARCHITECTURAL PRECAST CONCRETE SILL

0405.03 MASONRY EXPANSION JOINT

0470.08 CAST STONE MEDALLION

0470.13 MANUFACTURED STONE VENEER

0470.15 MANUFACTURED STONE SILL WITH DRIP

0510.03 STEEL TUBE COLUMN (RE: STRUCTURAL)

0510.07 STEEL BEAM (RE: STRUCTURAL)

0550.19 6" PIPE BOLLARD WITH PRECAST CONCRETE
CAP; FILL WITH CONCRETE

0660.03 PREMANUFACTURED POLYURETHANE
BRACKET

0740.06 RIDGE COVER BY STANDING SEAM METAL
ROOF MANUFACTURER

0740.09 METAL REGLET WITH SEALANT &
COUNTERFLASHING BY STANDING SEAM
METAL ROOF MANUFACTURER

0740.12 PREFINISHED METAL STANDING SEAM ROOF
PANELS

0740.13 PREFINISHED CONCEALED FASTENER METAL
WALL PANELS

0740.15 PREFINISHED ALUMINUM COMPOSITE PANEL
SYSTEM

0740.21 FIBER REINFORCED CEMENTITIOUS FASCIA

0760.03 PREFINISHED METAL GUTTER

0760.04 PREFINISHED METAL DOWNSPOUT

0760.11 PREFINISHED METAL SCUPPER (12"W X 8"H)
AND LEADER BOX (16"W X 12"H X 8"D)

0760.12 PREFINISHED METAL OVERFLOW SCUPPER
(12"W X 8"H)

0760.34 METAL DOWNSPOUT ADAPTER

0770.01 PREFINISHED METAL COPING SYSTEM

0770.18 CONCRETE SPLASH BLOCK

0830.24 FIBERGLASS REINFORCED POLYESTER (FRP)
DOOR

0840.01 ALUMINUM STOREFRONT

0840.02 ALUMINUM STOREFRONT DOOR

0870.15 PUSH BUTTON FOR MOTORIZED DOOR
OPERATOR

0890.01 PREFINISHED FIXED ALUMINUM LOUVER
WITH INSECT SCREEN (RE: MECHANICAL)

0920.18 1" PORTLAND CEMENT STUCCO ON METAL
LATH

0920.21 STUCCO CONTROL JOINT

1115.02 AFTER-HOURS DEPOSIT BOX

1490.02 PNEUMATIC TUBE SYSTEM CUSTOMER UNIT

1490.03 4 1/2" PNEUMATIC TUBE

2370.02 ROOF-TOP CENTRAL HVAC UNIT (RE:
MECHANICAL)

2620.04 ELECTRICAL OUTLET

2650.18 EXTERIOR SURFACE-MOUNTED LIGHT
FIXTURE

2810.05 WALL-MOUNTED ACCESS CONTROL KEYPAD

 1/8" = 1'-0"1NORTH ELEVATION

 1/8" = 1'-0"2SOUTH ELEVATION

 1/8" = 1'-0"3WEST ELEVATION
 1/8" = 1'-0"4EAST ELEVATION

LINE OF ROOF 
BEYOND
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FIRST F.F.
100' - 0"

FIRST F.F.
100' - 0"

T.O. PLATE (OFFICE HI)
119' - 4"

T.O. PLATE (OFFICE HI)
119' - 4"

MECH. F.F.
112' - 5 1/8"

MECH. F.F.
112' - 5 1/8"

T.O. PLATE (OFFICE LO)
110' - 4"

T.O. PLATE (OFFICE LO)
110' - 4"

1

A2.2

MECHANICAL

204

FINANCE
DIRECTOR

137

MAIL

130

PUBLIC
WORKS DIR.

127

10' - 0"

0340.06

0470.13

0470.15

0920.18

0740.12

0740.12

0770.01

CDEG F B

9' - 0" 8' - 0" 9' - 0"

4" / 1
2"

0330.05

0610.29

0950.01

0610.33

RE: /11 A6.2
TYPE B

0660.03

0720.18

0920.49

0720.20

0950.01

6' - 11"

2380.07

0740.12

0610.390610.39

1040.03

0920.28

0610.32 0610.31 0950.010950.01

1490.03

2370.012370.01

2230.02

0610.310610.31

10' - 0"

A3.2

4
SIM
O.H.

A3.3

4
SIM

FIRST F.F.
100' - 0"

FIRST F.F.
100' - 0"

STORAGE F.F.
113' - 9 1/8"

STORAGE F.F.
113' - 9 1/8"

T.O. PLATE (COURT HI)
123' - 0"

T.O. PLATE (COURT HI)
123' - 0"

T.O. PARAPET (HI)
119' - 0"

1

A2.2

LOBBY

102

CORRIDOR

108

COUNCIL
CHAMBER

114

4" / 1
2"

13' - 8"

16' - 0"

0340.06

0470.13

0470.15

0920.18

ACDEG FH B

1-HOUR FIRE BARRIER
UL DESIGN No. U379

1-HOUR HORIZONTAL ASSEMBLY 
GA FILE No. FC 5406

2650.18

0740.29

0740.12

0610.310610.310610.31

0890.01

1040.030950.010950.01

10' - 0"

15' - 0"

RE: /11 A6.2
TYPE A

0660.03

0610.33
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SYMBOL DESCRIPTION

MANUFACTURED STONE VENEER: 
BY: CORONADO STONE 
STYLE : COUNTRY CASTLE 
COLOR: MADISON COUNTY

1" PORTLAND CEMENT STUCCO:
PAINTED SHERWIN WILLIAMS
SW 7052 GRAY AREA 

1" PORTLAND CEMENT STUCCO:
PAINTED SHERWIN WILLIAMS
SW 6034 ARRESTING AUBURN

1" PORTLAND CEMENT 
STUCCO (TRIM):
PAINTED SHERWIN WILLIAMS
SW 7055 ENDURING BRONZE 

SELF-ADHERING MODIFIED 
BITUMINOUS SHEET AIR BARRIER 
WHERE INDICATED BY HATCH AND AT 
ALL WALL-ABOVE-ROOF CONDITIONS

BASE BID: MANUFACTURED STONE

ALTERNATE 6: 1" PORTLAND 
CEMENT STUCCO, PAINT COLOR 
T.B.D. 
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NOTE: VECTOR-BASED LINEWORK TO BE PROVIDED BY ARCHITECT
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BASE BID: 12 UNIQUE CUSTOM 
DESIGNS FEATURING THE 
FOLLOWING:
1. BLUEBONNETS
2. PECAN TREE
3. MOCKINGBIRD
4. LONGHORN
5. RED GRAPEFRUIT
6. MONARCH BUTTERFLY
7. RODEO
8. SWEET ONION
9. COTTON
10. ARMADILLO
11. PRICKLY PEAR CACTUS
12. HORNED LIZARD
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A2.2

ALTERNATE 6: A SINGLE 
CUSTOM DESIGN 
FEATURING AN ASH TREE 
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SEE SPECIFICATION SECTION 01 23 00 ALTERNATES 
FOR ADDITIONAL INFORMATION

ALT. 1: DELETE LANDSCAPING & IRRIGATION

ALT. 2: DELETE OUTDOOR PLAZA

ALT. 3: DELETE ONE DRIVE THRU LANE

ALT. 4: CHANGE CONCRETE PAVING TO ASPHALT

ALT. 5: CHANGE FENCE FROM COMPOSITE TO CEDAR

ALT. 6: CHANGE MEDALLIONS TO A SINGLE DESIGN

ALT. 7: CHANGE MANUFACTURED STONE TO STUCCO

ALT. 8: CHANGE METAL ROOF TO ASPHALT SHINGLES

ALT. 9: DELETE COILING SECURITY GRILLES

ALT. 10: DELETE LIGHTNING PROTECTION SYSTEM

ALT. 11: CHANGE LED LIGHTING TO FLUORESCENT

ALT. 12: DELETE BACKUP GENERATOR & ATS

BID ALTERNATES
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BUILDING SECTIONS &
DETAILS
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KEYNOTES
0330.05 CONCRETE GRADE BEAM (RE: STRUCTURAL)

0330.07 CONCRETE FOOTING (RE: STRUCTURAL)

0340.06 ARCHITECTURAL PRECAST CONCRETE SILL

0470.08 CAST STONE MEDALLION

0470.13 MANUFACTURED STONE VENEER

0470.14 MORTAR BED ON METAL LATH

0470.15 MANUFACTURED STONE SILL WITH DRIP

0470.16 STAINLESS STEEL EMBED ANCHOR AND PIN;
SET IN ADHESIVE

0470.17 MOUNT MEDALLION TO SCRATCH COAT WITH
ADHESIVE

0510.03 STEEL TUBE COLUMN (RE: STRUCTURAL)

0510.07 STEEL BEAM (RE: STRUCTURAL)

0550.19 6" PIPE BOLLARD WITH PRECAST CONCRETE
CAP; FILL WITH CONCRETE

0610.03 2X WOOD BLOCKING

0610.05 1/2" EXTERIOR GRADE PLYWOOD

0610.12 2 X 8 WOOD FRAMING (RE:STRUCTURAL)

0610.28 PROVIDE BLOCKING IN WALL FOR TV; MIN. 32"
WIDE BY 12" TALL; CENTERED AT 60" A.F.F.;
TV AND MOUNTING BRACKET N.I.C.

0610.29 PROVIDE BLOCKING IN WALL FOR TV; MIN. 32"
WIDE BY 12" TALL; CENTERED AT 84" A.F.F.;
TV AND MOUNTING BRACKET N.I.C.

0610.31 PRE-FABRICATED WOOD TRUSS
(RE:STRUCTURAL)

0610.32 1 1/8" PLYWOOD

0610.33 STUD BRACE AT 4'-0" O.C. MAX

0610.39 2 X 4 WOOD GUARDRAIL (3'-6" HIGH)

0640.50 PLASTIC LAMINATE PANEL

0660.03 PREMANUFACTURED POLYURETHANE
BRACKET

0720.08 4" RIGID INSULATION (R-22 MIN.)

0720.18 5 1/2" BATT INSULATION (R-21)

0720.20 12" BATT INSULATION (R-38)

0725.06 TWO-LAYER PLASTIC FILM AIR BARRIER
SYSTEM

0740.12 PREFINISHED METAL STANDING SEAM ROOF
PANELS

0740.21 FIBER REINFORCED CEMENTITIOUS FASCIA

0740.29 FIBER REINFORCED CEMENTITIOUS SOFFIT
PANEL

0750.09 PVC MEMBRANE ROOFING SYSTEM

0760.03 PREFINISHED METAL GUTTER

0760.04 PREFINISHED METAL DOWNSPOUT

0760.11 PREFINISHED METAL SCUPPER (12"W X 8"H)
AND LEADER BOX (16"W X 12"H X 8"D)

0760.34 METAL DOWNSPOUT ADAPTER

0760.36 PREFORMED PREFINISHED METAL FLASHING

0770.01 PREFINISHED METAL COPING SYSTEM

0770.18 CONCRETE SPLASH BLOCK

0790.01 SEALANT WITH BACKER ROD AS REQUIRED

0840.01 ALUMINUM STOREFRONT

0890.01 PREFINISHED FIXED ALUMINUM LOUVER
WITH INSECT SCREEN (RE: MECHANICAL)

0920.18 1" PORTLAND CEMENT STUCCO ON METAL
LATH

0920.28 5/8" GYPSUM BOARD (TYPE X)

0920.43 5/8" GYPSUM BOARD ON METAL SUSPENSION
SYSTEM

0920.46 STUCCO CASING BEAD WITH WEEP HOLES

0920.49 1/2" GYPSUM BOARD AIR BARRIER; MINIMIZE
PENETRATIONS, SEAL ALL PENETRATIONS,
SEAL ALL EDGES

0920.50 5/8" GYPSUM BOARD ON 1X WOOD FURRING
STRIPS

0950.01 SUSPENDED ACOUSTICAL LAY-IN TILE
CEILING (2' X 2')

1020.01 FLOOR MOUNTED, OVERHEAD BRACED,
SOLID PLASTIC TOILET PARTITION

1020.11 MANUALLY OPERATED PAIRED PANEL
OPERABLE PARTITION

1040.03 FIRE EXTINGUISHER AND SEMI-RECESSED
CABINET

1150.07 CEILING RECESSED MOTORIZED
PROJECTION SCREEN. PROVIDE
SUSPENSION SYSTEM & BRACING AS
REQUIRED

1490.03 4 1/2" PNEUMATIC TUBE

2230.02 ELECTRIC WATER HEATER

2360.02 HVAC CONDENSING UNIT

2370.01 AIR HANDLING UNIT (RE: MECHANICAL)

2380.07 FAN COIL UNIT

2620.03 ELECTRICAL JUNCTION BOX

2650.04 PENDANT LIGHT FIXTURE

2650.18 EXTERIOR SURFACE-MOUNTED LIGHT
FIXTURE 1/8" = 1'-0"3BUILDING SECTION

 1/8" = 1'-0"2BUILDING SECTION

 1/8" = 1'-0"1BUILDING SECTION

 1/8" = 1'-0"4BUILDING SECTION

 1" = 1'-0"5MEDALLION DETAIL
 1" = 1'-0"6MEDALLION DETAIL (ALT. 6)

 1" = 1'-0"7MEDALLION DETAIL

 1 1/2" = 1'-0"8MEDALLION SECTION
 1 1/2" = 1'-0"9MEDALLION SECTION

 1 1/2" = 1'-0"10WALL DETAIL

N
O

.
R

E
V

IS
IO

N
D

A
T

E




























	Sheets
	G1.1 - TITLE SHEET AND DRAWING INDEX
	G1.2 - MASTER KEYNOTE LIST
	G1.3 - LIFE SAFETY PLAN
	C0.1 - BOUNDARY AND TOPOGRAPHIC SURVEY
	C1.1 - SITE PLAN
	C1.2 - SITE DETAILS
	C1.3 - ALTERNATE SITE PLAN
	C1.4 - GRADING PLAN
	L1.1 - LANDSCAPE PLAN
	L1.2 - IRRIGATION PLAN
	L1.3 - LANDSCAPE & IRRIGATION DETAILS
	A1.1 - FIRST FLOOR PLAN & PARTITION TYPES
	A1.2 - FIRST FLOOR DIMENSION PLAN
	A1.3 - SECOND FLOOR & ENLARGED PLANS
	A1.4 - PLAN DETAILS
	A1.5 - ROOF PLAN & DETAILS
	A1.6 - ROOF DETAILS
	A2.1 - EXTERIOR ELEVATIONS
	A2.2 - BUILDING SECTIONS & DETAILS
	A3.1 - WALL SECTIONS
	A3.2 - WALL SECTIONS & DETAILS
	A3.3 - WALL SECTIONS
	A3.4 - STAIR SECTIONS & DETAILS
	A4.1 - DOOR SCHEDULE & DETAILS
	A4.2 - WINDOW TYPES & DETAILS
	A5.0 - TYPICAL ACCESSIBILITY DETAILS
	A5.1 - INTERIOR ELEVATIONS
	A5.2 - MILLWORK SECTIONS
	A6.1 - REFLECTED CEILING PLANS
	A6.2 - CEILING DETAILS
	A7.1 - FINISH PLANS & DETAILS
	A8.1 - FURNISHING & SIGNAGE PLANS


