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NOTES: REFERENCE PROJECT SPECIFICATIONS.
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PROJECT SPECIFICATIONS FOR

PLUMBING CONTRACTOR SHALL PROVIDE LENGTH AND GAUGE OF SHIELD
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- PLUMBING MAIN POINT. RE: PROJECT SPECIFICATIONS. 1) ALL UNISTRUT AND HARDWARE SHALL BE GALVANIZED.

2) SPACING OF HANGERS PER SPECIFICATIONS. HANGER SPACING SHALL BE
BASED ON THE LARGEST DIAMETER PIPE SUPPORTED BY THE RACK.
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MEDICAL GAS LABEL BACKGROUND AND JOB NUMBER 18302
1) THIS DETAIL APPLIES TO UNINSULATED COPPER PIPING. REFER LETTER COLOR LEGEND TITLE
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